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BOOSTER STATION WETWELL. BENCH MARK OOBS 01 (N
2180174.25, E 6042387.22, NAD83, ZONE 6, 2007.00 EPOCH)
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PLANT NO. 2 BASIS OF BEARING AND COORDINATES
BEARINGS ARE BASED NAD83, ZONE 6, 2007.00 EPOCH
A FOUND "SURVEY MARK" SPIKE & WASHER STAMPED
"ORANGE COUNTY SURVEYOR" ON THE CENTERLINE OF
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GRADING AND PAVING
 IMPROVEMENT PLAN

GUIRGUIS, MICHAEL – 04/2020

STILES, ERIC -04/2020

MAY, DAVID – 04/2020

PLANT NO. 2 AREA KEY MAP

AREA A AREA B AREA C

AREA D AREA E AREA F AREA G

AREA H
AREA I AREA J AREA K

AREA L

GENERAL NOTES:

1. SEE 0C1011 FOR BENCHMARK AND BASIS OF BEARING
AND COORDINATES.

2. CONTRACTOR SHALL FIELD VERIFY BOLLARD
LOCATIONS WITH INSPECTOR/ENGINEER.

3. GRADING SHALL SLOPE AWAY FROM ALL EXISTING AND
PROPOSED STRUCTURES AND TUNNELS, TANKS,
VAULTS, ACCESS LIDS, AND UTILITY CORRIDORS
UNLESS OTHERWISE SHOWN.

4. SEE DWG 1S1001 THROUGH 2S3002 FOR STRUCTURE
FINISHED FLOOR ELEVATION.

5. SEE 0C1041 THROUGH 0C1047 FOR DRAINAGE
IMPROVEMENTS.

KEY NOTES:

1 ASPHALT CONCRETE PAVING OVER AGGREGATE BASE
PER DETAIL 1/DWG 0C5004.

2 CONTRACTOR SHALL MATCH PROPOSED PAVEMENT
ELEVATION TO EXISTING PAVEMENT.

3 REPLACE EXISTING BOLLARDS PER STANDARD DETAIL
S-120/DWG 0C5002 FOR PERMANENT BOLLARD.  INSTALL
NEW BOLLARDS 5' ON CENTER BETWEEN COORDINATES
SHOWN HEREIN.

4 CONCRETE VALLEY GUTTER PER DETAIL 3/DWG 0C5004.
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GRADING AND PAVING
COORDINATE TABLE
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0C1023
AREA C

GRADING AND PAVING
 IMPROVEMENT PLAN

GUIRGUIS, MICHAEL – 04/2020

STILES, ERIC -04/2020

MAY, DAVID – 04/2020

GENERAL NOTES:

1. SEE 0C1011 FOR BENCHMARK AND BASIS OF BEARING
AND COORDINATES.

2. CONTRACTOR SHALL FIELD VERIFY BOLLARD
LOCATIONS WITH INSPECTOR/ENGINEER.

3. GRADING SHALL SLOPE AWAY FROM ALL EXISTING AND
PROPOSED STRUCTURES AND TUNNELS, TANKS,
VAULTS, ACCESS LIDS, AND UTILITY CORRIDORS
UNLESS OTHERWISE SHOWN.

4. SEE DWG 1S1001 THROUGH 2S3002 FOR STRUCTURE
FINISHED FLOOR ELEVATION.

5. SEE DWG 0C1041 THROUGH 0C1047 FOR DRAINAGE
IMPROVEMENTS.

KEY NOTES:

1 ASPHALT CONCRETE PAVING OVER AGGREGATE BASE
PER DETAIL 1/DWG 0C5004.

2 CONTRACTOR SHALL MATCH PROPOSED PAVEMENT
ELEVATION TO EXISTING PAVEMENT.
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GRADING AND PAVING
COORDINATE TABLE
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PLANT NO. 2 AREA KEY MAP
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0C1024
AREA D

GRADING AND PAVING
 IMPROVEMENT PLAN

GUIRGUIS, MICHAEL – 04/2020

STILES, ERIC -04/2020

MAY, DAVID – 04/2020

GENERAL NOTES:

1. SEE 0C1011 FOR BENCHMARK AND BASIS OF BEARING
AND COORDINATES.

2. CONTRACTOR SHALL FIELD VERIFY BOLLARD
LOCATIONS WITH INSPECTOR/ENGINEER.

3. GRADING SHALL SLOPE AWAY FROM ALL EXISTING AND
PROPOSED STRUCTURES AND TUNNELS, TANKS,
VAULTS, ACCESS LIDS, AND UTILITY CORRIDORS
UNLESS OTHERWISE SHOWN.

4. SEE DWG 1S1001 THROUGH 2S3002 FOR STRUCTURE
FINISHED FLOOR ELEVATION.

5. SEE DWG 0C1041 THROUGH 0C1047 FOR DRAINAGE
IMPROVEMENTS.

KEY NOTES:

1 ASPHALT CONCRETE PAVING OVER AGGREGATE BASE
PER DETAIL 1/DWG 0C5004.

2 CONTRACTOR SHALL MATCH PROPOSED PAVEMENT
ELEVATION TO EXISTING PAVEMENT.

3 CONCRETE VALLEY GUTTER PER DETAIL 3/DWG 0C5004.
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GRADING AND PAVING COORDINATE TABLE
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0C1025
AREA E

GRADING AND PAVING
 IMPROVEMENT PLAN

GUIRGUIS, MICHAEL – 04/2020

STILES, ERIC -04/2020

MAY, DAVID – 04/2020

KEY NOTES:

1 ASPHALT CONCRETE PAVING OVER AGGREGATE BASE
PER DETAIL 1/DWG 0C5004.

2 CONTRACTOR SHALL MATCH PROPOSED PAVEMENT
ELEVATION TO EXISTING PAVEMENT.

3 REPLACE EXISTING BOLLARDS PER STANDARD DETAIL
S-120/DWG 0C5002 FOR PERMANENT BOLLARD.  INSTALL
NEW BOLLARDS 5' ON CENTER BETWEEN COORDINATES
SHOWN HEREIN.

4 CONCRETE VALLEY GUTTER PER DETAIL 3/DWG 0C5004.

GENERAL NOTES:

1. SEE 0C1011 FOR BENCHMARK AND BASIS OF BEARING AND
COORDINATES.

2. CONTRACTOR SHALL FIELD VERIFY BOLLARD LOCATIONS WITH
INSPECTOR/ENGINEER.

3. GRADING SHALL SLOPE AWAY FROM ALL EXISTING AND PROPOSED
STRUCTURES AND TUNNELS, TANKS, VAULTS, ACCESS LIDS, AND UTILITY
CORRIDORS UNLESS OTHERWISE SHOWN.

4. SEE DWG 1S1001 THROUGH 2S3002 FOR STRUCTURE FINISHED FLOOR
ELEVATION.

5. SEE DWG 0C1041 THROUGH 0C1047 FOR DRAINAGE IMPROVEMENTS.
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PLANT NO. 2 AREA KEY MAP

AREA A AREA B AREA C

AREA D AREA E AREA F AREA G

AREA H
AREA I AREA J AREA K

AREA L

0C1026
AREA F

GRADING AND PAVING
 IMPROVEMENT PLAN

GUIRGUIS, MICHAEL – 04/2020

STILES, ERIC -04/2020

MAY, DAVID – 04/2020

GENERAL NOTES:

1. SEE 0C1011 FOR BENCHMARK AND BASIS OF BEARING AND
COORDINATES.

2. CONTRACTOR SHALL FIELD VERIFY BOLLARD LOCATIONS WITH
INSPECTOR/ENGINEER.

3. GRADING SHALL SLOPE AWAY FROM ALL EXISTING AND
PROPOSED STRUCTURES AND TUNNELS, TANKS, VAULTS,
ACCESS LIDS, AND UTILITY CORRIDORS UNLESS OTHERWISE
SHOWN.

4. SEE DWG 1S1001 THROUGH 2S3002 FOR STRUCTURE FINISHED
FLOOR ELEVATION.

5. SEE DWG 0C1041 THROUGH 0C1047 FOR DRAINAGE
IMPROVEMENTS.

KEY NOTES:

1 ASPHALT CONCRETE PAVING OVER AGGREGATE BASE PER
DETAIL 1/DWG 0C5004.

2 CONTRACTOR SHALL MATCH PROPOSED PAVEMENT ELEVATION
TO EXISTING PAVEMENT.

3 CONCRETE VALLEY GUTTER PER DETAIL 3/DWG 0C5004.

4      BERM AROUND APRON PERIMETER IN CHEMICAL UNLOADING
AREA PER DETAIL 4/DWG 0C5005.
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AREA J

GRADING AND PAVING
 IMPROVEMENT PLAN

GUIRGUIS, MICHAEL – 04/2020

STILES, ERIC -04/2020

MAY, DAVID – 04/2020

GENERAL NOTES:

1. SEE 0C1011 FOR BENCHMARK AND BASIS OF BEARING
AND COORDINATES.

2. CONTRACTOR SHALL FIELD VERIFY BOLLARD
LOCATIONS WITH INSPECTOR/ENGINEER.

3. GRADING SHALL SLOPE AWAY FROM ALL EXISTING AND
PROPOSED STRUCTURES AND TUNNELS, TANKS,
VAULTS, ACCESS LIDS, AND UTILITY CORRIDORS
UNLESS OTHERWISE SHOWN.

4. SEE DWG 1S1001 THROUGH 2S3002 FOR STRUCTURE
FINISHED FLOOR ELEVATION.

5. SEE DWG 0C1041 THROUGH 0C1047 FOR DRAINAGE
IMPROVEMENTS.

KEY NOTES:

1 ASPHALT CONCRETE PAVING OVER AGGREGATE BASE
PER DETAIL 1/DWG 0C5004.

2 CONTRACTOR SHALL MATCH PROPOSED PAVEMENT
ELEVATION TO EXISTING PAVEMENT.

3 CONCRETE VALLEY GUTTER PER DETAIL 3/DWG 0C5004.
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9.45

9.22

6.97
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11.50

11.74

11.47

10.30

10.38

9.54

9.65

10.00

10.22

10.00

9.69

9.97

9.68

9.80

NORTHING

2179154.68

2179183.52

2179405.69

2179357.93

2179357.35

2179341.81

2179335.74

2179324.59

2179308.79

2179309.40

2179336.21

2179160.33

2179162.86

2179161.93

2179337.00

2179158.11

2179158.82

2179141.02

2179141.01

2179140.96

EASTING

6041612.38

6041578.77

6041591.85

6041632.26

6041706.76

6041728.71

6041645.19

6041644.72

6041627.08

6041608.18

6041609.03
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6041657.86

6041733.80

6041576.22
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PLANT NO. 2 AREA KEY MAP

AREA A AREA B AREA C
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0C1029
AREA K

GRADING AND PAVING
 IMPROVEMENT PLAN

GUIRGUIS, MICHAEL – 04/2020

STILES, ERIC -04/2020

MAY, DAVID – 04/2020

GENERAL NOTES:

1. SEE 0C1011 FOR BENCHMARK AND BASIS OF BEARING
AND COORDINATES.

2. CONTRACTOR SHALL FIELD VERIFY BOLLARD
LOCATIONS WITH INSPECTOR/ENGINEER.

3. GRADING SHALL SLOPE AWAY FROM ALL EXISTING AND
PROPOSED STRUCTURES AND TUNNELS, TANKS,
VAULTS, ACCESS LIDS, AND UTILITY CORRIDORS
UNLESS OTHERWISE SHOWN.

4. SEE DWG 1S1001 THROUGH 2S3002 FOR STRUCTURE
FINISHED FLOOR ELEVATION.

5. SEE DWG 0C1041 THROUGH 0C1047 FOR DRAINAGE
IMPROVEMENTS.

KEY NOTES:

1 ASPHALT CONCRETE PAVING OVER AGGREGATE BASE
PER DETAIL 1/DWG 0C5004.

2 CONTRACTOR SHALL MATCH PROPOSED PAVEMENT
ELEVATION TO EXISTING PAVEMENT.

3 REPLACE EXISTING BOLLARDS PER STANDARD DETAIL
S-120/DWG 0C5002 FOR PERMANENT BOLLARD.  INSTALL
NEW BOLLARDS 5' ON CENTER BETWEEN COORDINATES
SHOWN HEREIN.
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METAL 
DECK

1 HR FIRE RATED
PERPENDICULAR TO METAL DECK

1 HR FIRE RATED
PARALLEL TO METAL DECK

METAL 
DECK

5/8" GYP BOARD

4" RUBBER BASE

CONCRETE 
WALL

RUBBER BASE DETAIL A

CAULK

HAT CHANNEL OR 
Z-CHANNEL PER 
WALL TYPE

METAL 
STUD

CAULK

RUBBER BASE DETAIL B

5/8" GYP BOARD

4" RUBBER BASE5/8" GYPSUM 
WALLBOARD OVER 
7/8" HORIZONTAL HAT 
CHANNELS @ 24" O.C.

METAL 
DECK

3 HR FIRE RATED
PERPENDICULAR TO METAL DECK

3 HR FIRE RATED
PARALLEL TO METAL DECK

METAL 
DECK

3 HOUR FIRE RATED 
COMPRESSIBLE FILLER

FIRE RATED SEALANT

5/8" GYPSUM 
WALLBOARD OVER 
7/8" HORIZONTAL HAT 
CHANNELS @ 24" O.C.

3 HOUR FIRE RATED 
COMPRESSIBLE FILLER

FIRE RATED SEALANT
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DISTRIBUTION CENTER F
OPERATING LEVEL

FLOOR PLAN

 1/8" = 1'-0"

OPERATING LEVEL - FLOOR PLAN

1 BASEMENT OUTLINE BELOW.

2 PREFINISHED METAL SCUPPER, DOWNSPOUT, AND 
CONCRETE SPLASHBLOCK, TYP.

3 CAST IN PLACE CONCRETE WALL, SEE STRUCTURAL 
DRAWINGS, TYP.  

4 EQUIPMENT SLAB, SEE STRUCTURAL DRAWINGS, TYP.

5 6 INCH CONCRETE CURB, SEE STRUCTURAL 
DRAWINGS, TYP

6 METAL GRATING, SEE STRUCTURAL DRAWINGS, TYP.

7 FUTURE CONCRETE CURB, SEE STRUCTURAL 
DRAWINGS, TYP.

8 FUTURE ROOF DRAINAGE TRENCH.

1. SEE STRUCTURAL DRAWINGS FOR ALL
CAST IN PLACE CONCRETE WALL DESIGN
INFORMATION.

2. ALL DOOR, WINDOW AND LOUVER OPENINGS IN
CAST IN PLACE CONCRETE WALLS ALLOW FOR
ADDITIONAL 1/2" CLEARANCE FOR CONCRETE
IMPERFECTIONS.

3. METAL STUD WALLS ARE DIMENSIONED TO
INSIDE FACE OF STUD.

GENERAL NOTES: KEY NOTES:

 1/2" = 1'-0"

WALL TYPES

 1 1/2" = 1'-0"

DEFLECTION TRACK SYSTEM
 3" = 1'-0"

WALL BASE CONDITION
 1 1/2" = 1'-0"

TOP OF CONCRETE WALL

126'-0"

55
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DISTRIBUTION CENTER F
BUILDING ELEVATIONS (1 OF 2)

 3/16" = 1'-0"

SOUTH ELEVATION

 3/16" = 1'-0"

EAST ELEVATION

1 SMOOTH CAST IN PLACE CONCRETE WALL.

2 RIBBED FLUTING CAST IN PLACE CONCRETE 
ACCENT BAND, SEE DETAIL 7/2A5004, SEE 
STRUCTURAL DRAWINGS, TYP.

3 WALL ACCENT REVEAL TYP.

4 PREFINISHED METAL COPING.

5 PREFINISHED METAL SCUPPER AND DOWNSPOUT, 
TYP.

6 LIGHT FIXTURE, SEE ELECTRICAL DRAWINGS.

7 ELECTRICAL EQUIPMENT, SEE ELECTRICAL 
DRAWINGS.

8 HVAC EQUIPMENT, SEE HVAC DRAWINGS.

1. SEE STRUCTURAL DRAWINGS FOR ALL
CAST IN PLACE CONCRETE WALL DESIGN
INFORMATION.

2. ALL DOOR, WINDOW AND LOUVER OPENINGS IN
CAST IN PLACE CONCRETE WALLS ARE SHOWN AS
NOMINAL AND SHALL ALLOW FOR ADDITIONAL 1/2"
CLEARANCE TO OPENINGS SHOWN FOR CONCRETE
IMPERFECTIONS.

GENERAL NOTES:

KEY NOTES:

29
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DISTRIBUTION CENTER F
BUILDING ELEVATIONS (2 OF 2)

 3/16" = 1'-0"

WEST ELEVATION

 3/16" = 1'-0"

NORTH ELEVATION

1 SMOOTH CAST IN PLACE  CONCRETE WALL.

2 RIBBED FLUTING CAST IN PLACE CONCRETE ACCENT 
BAND, SEE DETAIL 7/2A5004, SEE STRUCTURAL 
DRAWINGS, TYP.

3 WALL ACCENT REVEAL, TYPICAL.

4 PREFINISHED METAL COPING.

5 PREFINISHED METAL SCUPPER AND DOWNSPOUT, 
TYP.

6 LIGHT FIXTURE, SEE ELECTRICAL DRAWINGS.

7 ELECTRICAL EQUIPMENT, SEE ELECTRICAL 
DRAWINGS.

8 HVAC EQUIPMENT, SEE HVAC DRAWINGS.

9 ROOF COUNTER FLASHING AROUND BASE OF STAIR 
TOWER.

1. SEE STRUCTURAL DRAWINGS FOR ALL
CAST IN PLACE CONCRETE WALL DESIGN
INFORMATION.

2. ALL DOOR, WINDOW AND LOUVER OPENINGS IN
CAST IN PLACE CONCRETE WALLS ARE SHOWN AS
NOMINAL AND SHALL ALLOW FOR ADDITIONAL 1/2"
CLEARANCE TO OPENINGS SHOWN FOR CONCRETE
IMPERFECTIONS.

GENERAL NOTES:

KEY NOTES:

 3/16" = 1'-0"

NORTH STAIR TOWER ELEVATION
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PERSPECTIVE

PERSPECTIVE

PERSPECTIVE

ABOVE GRADE

BASEMENT -
BELOW GRADE
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36" RCP (PI)

36" RCP (PI)

10" DI (CEN)

72" RCP (PI)

LOOKING NORTHEAST

14" FRP (V)

14" FRP (FA)
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36"x48" SLIDE GATE (TYP)

TO PC-G

TO PC-F

FROM JB-12

CHECKERED PLATE
COVERS 



SLUDGE COLLECTION
EQUIPMENT

SCUM SKIMMER

CLARIFIER COVER
SUPPORT TRUSSES (TYP)

18" FA COLLECTION
HEADER

8" FA DROPLEG (TYP)

SLUDGE
HOPPER

PRIMARY
EFFLUENT
LAUNDER

6" DI (PS)
INV EL -9.16 INV EL -9.16

21DCLR300

INV EL 8.91

TOS EL 2.31

GRADE
VARIES

SCUM SWEEP

3" DI (PW)

CENTER
FEEDWELL
BAFFLE

ENERGY
DISSIPATING
INLET

SEE NOTE 6

36" FEED

SPIRAL RAKE

PIPE ENCASEMENT

RAKE ARM

SCUM SKIMMER

10" DI (S)

SCUM TROUGH

8" BFV
SEE NOTE 5

SEE NOTES 2, 4 SEE NOTES 3, 4
24" FRP (FA)

SEE NOTE 1

36" RCP (PI)

INV EL -9.16
12" HDPE (D)

,1M1004, 1M1005, 1M1006, 1M1007, 1M1008,
1M1012, 1M1013, 1M1014, 1M1015, 1M1016, 1M1017

1M1003
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PRIMARY CLARIFIER
TYPICAL SECTIONS (1 OF 3)

SECTION
 3/16" = 1'-0"

A
NOTES:

1. THIS IS A TYPICAL SECTION FOR THE PRIMARY CLARIFIERS. NOT ALL PIPING
AND EQUIPMENT SHOWN IN THIS SECTION WILL BE IDENTICALLY LOCATED
BETWEEN PRIMARY CLARIFIER. REFER TO PLAN VIEWS FOR SPECIFIC
CONFIGURATION OF EACH PRIMARY CLARIFIER.

GENERAL NOTES:

1. SEE PRIMARY CLARIFIER TOP PLANS FOR FA PIPING SIZES, SIZES
TRANSITION LOCATIONS, AND DROPLEG LOCATIONS.

2. UPPER FA PIPING SUPPORTED BY TALLER CENTRAL TRUSSES.

3. LOWER FA PIPING SUPPORTED BY LOWER OUTBOARD TRUSSES.

4. SEE DRAWING 1M5XXX FOR DETAILS ON FA PIPE SUPPORT LOCATIONS
AND CONFIGURATION.

5. SEE PRIMARY CLARIFIER TOP PLANS FOR FA DAMPER TAGS.

6. 7'-0" DIAMETER FLAT SECTION FOR CLARIFIER EQUIPMENT BASE PLATE
MOUNTING.

26
'-0
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12" HDPE (D)

36" RCP (PI)

36" RCP (PE)

10" DI (S)

24" FRP (FA)

3" DI (PW)

3" DI (PW)
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PRIMARY CLARIFIER D
COVER PERSPECTIVE

PRIMARY
EFFLUENT
LAUNDER

FOUL AIR 
COLLECTION PIPING

LAUNDER ACCESS
PLATFORM

2'-0"x2'-0" ACCESS
HATCH (TYP OF 12)

BASIN COVER SUPPORT
TRUSS (TYP)

FRESH AIR
INLET (TYP OF 4)

12"x8" REDUCER

18"x12" REDUCER

24"x18" REDUCER
24"x18" REDUCER

18"x12" REDUCER

12"x8" REDUCER

TRUSS-MOUNTED 
FALL PROTECTION 
SYSTEM (TYP OF 7)

HOSE REEL STATION (TYP OF 6)

LOOKING EAST



OPERATING LEVEL
EL 11.50

PLATFORM
EL 26.50

FOUL AIR EXHAUST 
FAN APSC-A

TRANSITION
FITTING

TRANSITION
FITTING (TYP)

DAMPER

CHEM
SCRUBBER 

APSC-A1

48" TEE

DAMPER

ACCESS
PLATFORM

GUARDRAIL

EMERGENCY SHOWER
AND EYEWASH

SPRAY NOZZLES (TYP)

ACCESS MANWAY (TYP)

48" 90° ELBOW (TYP)

BLIND FLANGE

SAMPLE PORT (TYP)

FLEXIBLE
CONNECTION (TYP)

PLATFORM
SUPPORT (TYP)

MIST ELIMINATOR
WASHDOWN PIPING (TYP)

,3M1003,3M1002

CL EL 16.00

21KAS200

CHEM
SCRUBBER 

APSC-A2

21KAS210

21KBFV110A

DAMPER

21KBFV110B

21KBFV816 21KBFV816A

21KFAN110

21KBFV110

EMERGENCY SHOWER
AND EYEWASH

MAKEUP WATER CONTROL 
VALVE STATION (TYP)

21KFV632

21KPMP220

21KPMP240
21KPMP230

21KDV533E 21KPV443C
21KFV633

1" ST (NAOH)

1" CPVC (NAOCL)

2" CPVC (HCL)

21KDV543E

21KPV433C

2" CPVC (HCL)

1" CPVC (NAOCL)

1" ST (NAOH)

48" FRP (FA)

48" FRP (FA)

CL EL 41.50

1" CPVC (FA)

21KBV271

21KBV210A

21KBV210

DISCHARGE STACK

21KBFV220A

EL 37.00

EL 47.00

CL EL 45.00

21KBV270A

1" CPVC (FA)

21KBV200A

21KBV300A

21KBV217A

21KFV217

21KBV217

21KBV812C

21KBV812

21KBV217B

ORP PROBE

pH PROBE

21KBV814

21KBV815

ORP PROBE

pH PROBE

21KBV207A

21KFV207

21KBV207

21KBV813C

21KBV813

21KGLV813

21KBV207B

21KGLV913

21KBV814C

21KBV815
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A-SIDE PRIMARY SCRUBBERS
SECTIONS (1 OF 5)

SECTION
 3/8" = 1'-0"

A
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SODIUM HYDROXIDE STORAGE TANK
5,000 GAL

SCRUBBER RECIRCULATION
PUMPS (TYP OF 6)

CHEM SCRUBBER
APSC-B2

ELEVATED ACCESS
PLATFORM

CHEM SCRUBBER
APSC-A2

CHEM SCRUBBER
APSC-A1

FOUL AIR EXHAUST 
FAN (TYP OF 2)

CHEM SCRUBBER
APSC-B1

SODIUM HYPOCHLORITE
METERING PUMPS (TYP OF 6)

HYDROCHLORIC ACID
TRANSFER PUMP

SODIUM HYPOCHLORITE 
STORAGE TANK
(TYP OF 2)

TRUCK UNLOADING
STATION (TYP)

HYDROCHLORIC ACID
STORAGE TANK
TANK 1,300 GAL

TRUCK UNLOADING
AND CONTAINMENT
SUMP (TYP)

SODIUM HYDROXIDE
METERING PUMPS (TYP OF 4)

EMERGENCY SHOWER
AND EYEWASH (TYP)

HYDROCHLORIC ACID 
SCRUBBER TANK

SAMPLE PORTS

SCRUBBER
OVERFLOW/DRAIN
(TYP OF 4)

MARK DESCRIPTION DATE APPR.

LINE IS 2 INCHES

AT FULL SIZE

(IF NOT 2"-SCALE ACCORDINGLY)

DESIGNED BY:

DRAWN BY:

CHECKED BY:

PN

IN ASSOCIATION
WITH:

ORANGE COUNTY
SANITATION DISTRICT

A-SIDE PRIMARY CLARIFIERS REPLACEMENT
AT PLANT 2

PROJECT NO.

DRAWING NO.

P2-98A

OF

F

E

D

C

B

A

1 2 3 4 5 6 7 8 9 10

D
A

TE
:

FI
LE

:

PRELIMINARY - NOT FOR CONSTRUCTION

DESIGN SUBMITTAL 2 10/193/
2/

20
20

 5
:0

8:
40

 P
M

P
2-

98
A

-3
M

-B
IM

10
_d

et
ac

he
d.

rv
t

EDMONDSON, S - 10/2019

TIJERO, GERARDO - 10/2019

VOGT, EDWARD - 10/2019

3M8001
193173

A-SIDE PRIMARY
SCRUBBER COMPLEX

PERSPECTIVE 1

LOOKING NORTHEAST



TANK FILL

TANK VENT

TANK FILL

TANK VENT

MANWAY MANWAY

SODIUM HYPOCHLORITE 
STORAGE TANK 1

SODIUM HYPOCHLORITE 
STORAGE TANK 2

21KTNK510 21KTNK520

CHEMICAL AREA LEVEL

LSHH512

LE511

LSHH522

LE521

21KPMP54021KPMP56021KPMP55021KPMP570 21KPMP530
SODIUM 
HYPOCHLORITE 
METERING PUMP 
APSC-A2

SODIUM 
HYPOCHLORITE 
METERING PUMP 
APSC-RAS

SODIUM 
HYPOCHLORITE 
METERING PUMP 
APSC-B1

SODIUM 
HYPOCHLORITE 
METERING PUMP 
APSC-B2

SODIUM 
HYPOCHLORITE 
METERING PUMP 
APSC-A1

SODIUM 
HYPOCHLORITE 
METERING PUMP 
APSC-SOE

4M5001
4

CHEMICAL AREA LEVEL

21KPMP580

EL 7.50

21KPMP630

HYDROCHLORIC ACID 
TRANSFER PUMP

CHEMICAL AREA LEVEL
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CHEMICAL FEED AND STORAGE
SECTIONS (1 OF 3)

SECTION
 3/8" = 1'-0"

A

SECTION
 3/8" = 1'-0"

B

SECTION
 3/8" = 1'-0"

C
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MANWAY

TANK VENT

MANWAY

TANK FILL

21KTNK610

HYDROCHLORIC 
ACID STORAGE 

TANK

CHEMICAL AREA LEVEL

LSHH612

LE611

TANK FILL

TANK VENT

MANWAY

21KTNK410

SODIUM HYDROXIDE 
STORAGE TANK 

CHEMICAL AREA LEVEL

LE411

LSHH412
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BIRKENESS, ADAM - 10/2019

TIJERO, GERARDO - 10/2019

VOGT, EDWARD - 10/2019
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